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LOCATION − SEE TYPICAL DETAILS

PROVIDE R−23 MINERAL WOOL ROCKWOOL 

INSULATION WITHIN NEW INFILL FRAMING

CERTAINTEED MEMBRAIN ’SMART’ VAPOR 

RETARDER AT INSIDE FACE OF STUDS − TIE 

INTO EXISTING VAPOR RETARDER AT EXISTING 

PORTION OF EXTERIOR WALL

2" ROCKWOOL COMFORTBOARD 80 

MINERAL WOOL INSULATION BETWEEN NEW 

FRAMING AND EXISTING CONSTRUCTION  

2" EXTERIOR WALL EXPANSION JOINT WITH 

ACRYLIC FOAM BEHIND − EMSEAL JOINT 

SYSTEMS, COLORSEAL OR EQUAL.  SEAL TO 

ADJACENT WALL SURFACES WITH 

MANUFACTUER PROVIDED SEALANT

1x WOOD TRIM ACROSS OPENING −

PAINT FINISH

1x6 WOOD CASING, PAINT FINISH, TYP.
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DOUBLE 2X JAMB STUDS AT NEW

OPENING WITH EXISTING EXTERIOR

LOAD−BEARING WALL
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CDL

A101

SCALE: 1/4" = 1'-0"1 LOWER LEVEL - CONSTRUCTION PLAN

GENERAL CONSTRUCTION PLAN NOTESGENERAL CONSTRUCTION PLAN NOTESGENERAL CONSTRUCTION PLAN NOTESGENERAL CONSTRUCTION PLAN NOTES

1 ALL DIMENSIONS FROM FACE OF FINISH TO FACE OF FINISH UNLESS OTHERWISE INDICATED. ALL DIMENSIONS NOTED AS "HOLD" ARE CRITICAL.

2 PROVIDE WOOD BLOCKING WITHIN WALLS AS REQUIRED FOR ANCHORING OF ALL BUILT−INS, SHELVING, CABINETRY AND WALL MOUNTED

ACCESSORIES. VERIFY LOCATIONS WITH ARCHITECT/OWNER.

3 ALL WORK SHALL FOLLOW ALL APPLICABLE CODES.

4 PREPARE FLOOR SUBSTRATE AS REQUIRED FOR NEW FLOOR FINISHES AS SELECTED BY OWNER

5 PROVIDE (2) 2X FULL DEPTH WOOD STUDS AT JAMBS OF ALL NEW DOOR OPENINGS.

6 DETAILS NOTED AS TYPICAL APPLY TO ALL SIMILAR LOCATIONS UNLESS OTHERWISE NOTED.

7 CONTRACTOR’S PRICE SHALL INCLUDE A COMPLETE CONSTRUCTION CLEAN−UP.

8 CONTRACTOR TO HAVE A "SHOP VAC" OR SIMILAR EQUIP. ON SITE TO KEEP SITE CLEAN DURING THE  CONSTRUCTION PROCESS.

9 ALL WIRING, CONDUIT, RACEWAYS, ETC. SHALL BE CONCEALED WITHIN WALLS.

10 G.C. TO MAINTAIN CLEAR EGRESS PATHS AT ALL TIMES DURING CONSTRUCTION.

11 THIS SET OF DRAWINGS IS FOR ARCHITECTURAL WORK.  MECHANICAL, FIRE PROTECTION, AND  ELECTRICAL DEVICES ARE SHOWN FOR COORDINATION

PURPOSES ONLY.  GENERAL CONTRACTOR IS  RESPONSIBLE FOR ALL ENGINEERING AND FOR PROVIDING FINISHED MECHANICAL, ELECTRICAL, AND  FIRE

PROTECTION WORK IN ACCORDANCE WITH ALL APPLICABLE CODES.

12 UNLESS INDICATED OTHERWISE, ALL NEW DOORS SHALL BE LOCATED 4" OFF FINISHED WALL.  (6" TO  INSIDE FACE OF FRAME)

13 CONTRACTOR TO INCLUDE IN HIS PRICING ALL ENGINEERING AND MECHANICAL,  ELECTRICAL, AND  PLUMBING WORK TO COORDINATE WITH ARCHITECT’S

DESIGN AND PROVIDE COMPLETE SYSTEMS.

14 ALL ELECTRICAL FIXTURE LOCATIONS SHOWN ON DRAWINGS ARE FOR ILLUSTRATIVE PURPOSES  ONLY.  NUMBER, TYPES, AND FINAL LOCATIONS TO

FOLLOW BASE BUILDING STANDARDS AND ALL APPLICABLE CODES.

15 CEILING HEIGHTS MAY NOT BE MODIFIED DUE TO ANY CONDITIONS.

16 CENTER CLOSET DOORS ON INSIDE CLOSET DIMENSION (NON−ROOM SIDE) UNLESS INDICATED OTHERWISE.

17 FRAMING STANDARDS AND/OR REQUIREMENTS VARY FROM LOCALE TO LOCALE.  IT IS THE RESPONSIBILITY OF THE GENERAL CONTRACTOR AND/OR

SUB−CONTRACTOR TO MEET OR EXCEED BUILDING CODE REQUIREMENTS

SCALE: 1 1/2" = 1'-0"2 PLAN DETAIL - ADDITION TIE-IN
SCALE: 1 1/2" = 1'-0"4 PLAN DETAIL @ ADDITION PORTAL
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24" HANDWASH

SINK
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SHELVING PROVIDED BY OWNER.  G.C TO 

COORDINATE AND PROVIDE IN WALL 

BLOCKING AS NECESSARY
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NOTE:  ALL EQUIPMENT INDICATED WITH DASHED LINES SHALL BE 

PROVIDED BY OWNER.  G.C. TO COORDINATE WITH OWNER AS 

NECESSARY

T1T1T1T1

WORKTABLE

D1D1D1D1

DISHWASHER

T2T2T2T2

WORKTABLE

SH1SH1SH1SH1

SHELF

MARKMARKMARKMARK DESCRIPTIONDESCRIPTIONDESCRIPTIONDESCRIPTION BASIS OF DESIGN MANUFACUTERBASIS OF DESIGN MANUFACUTERBASIS OF DESIGN MANUFACUTERBASIS OF DESIGN MANUFACUTER MODEL NUMBERMODEL NUMBERMODEL NUMBERMODEL NUMBER MATERIALMATERIALMATERIALMATERIAL PIPE SIZESPIPE SIZESPIPE SIZESPIPE SIZES COMMENTSCOMMENTSCOMMENTSCOMMENTS

S1 24" HANDWASH SINK AERO MANUFACTURING 3F1−2424 STAINLESS STEEL 1/2" HOT − 1/2" COLD PROVIDE WITH F1 FAUCET & S−17 S/S BASKET ASSEMBLY

F1 8" O.C. FAUCET AERO MANUFACTURING S−16 STAINLESS STEEL − 18" SWING SPOUT

T1 WORKTABLE W/ UNDERSHELF AERO MANUFACTURING 4TG−3060 STAINLESS STEEL − −

T2 WORKTABLE AERO MANUFACTURING 4TGBX−3060 STAINLESS STEEL − 10" BACKSPLASH

D1 UNDERCOUNTER DISHWASHER LAMBER F92EKDPS STAINLESS STEEL 3/4" IN, 1−1/4" OUT 208V 

SH1 WALL MOUNTED SHELF AERO MANUFACTURING 4W−1584 STAINLESS STEEL − MOUNT AT 5’−0" A.F.F. TO TOP OF SHELF
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A102

SCALE: 1/4" = 1'-0"1 MAIN LEVEL - CONSTRUCTION PLAN

SCALE: 1/4" = 1'-0"2 FIXTURE/EQUIPMENT SCHEDULE
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